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GENERAL NOTES
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PROVIDE BUILDING I.D. ON REMOTE FIRE DEPT. CONNECTION.
NO TREES, BUSHES OR WALLS WITHIN 5' RADIUS OF FIRE DEPT. CONNECTION.
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(4" MIN. TO BACK OF CURB, OR 2' MIN TO BACK OF SIDEWALK, OR WHEN NO CURB, 4' MAX.
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MANUFACTURER SPECIFICATIONS

(TYP. AT ALLB

FIRE DEPARTMENT CONNECTION

INKLER DESIGN INDICATES DEMAND OF 1000 GPM OR GREATER, THE
UND FIRE DEPT. CONNECTION LINE SHALL BE INCREASED TO 6" DIAMETER

EE WAY 2}/2" FIRE DEPT. HOSE CONNECTION.
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FOR CONTINUATION
OINTS PER

WATER LINE
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1. BEDDING SHALL BE CLASS I-A WORKED BY
HAND. IF GROUNDWATER IS ANTICIPATED,
THEN BEDDING SHALL BE CLASS I-B
COMPACTED TO 85% STANDARD PROCTOR.

2. HAUNCHING SHALL BE WORKED AROUND THE PIPE
BY HAND TO ELIMINATE VOIDS AND SHALL BE CLASS
[-A OR CLASS I-B OR CLASS Il COMPACTED TO
85% PROCTOR.

3. INITIAL BACKFILL SHALL BE CLASS I-A
WORKED BY HAND, OR CLASS I-B OR CLASS I
COMPACTED TO 85% STANDARD PROCTOR.

4. INITIAL BACKFILL NOT UNDER PAVED AREAS
CAN BE CLASS 1l COMPACTED TO 90%
STANDARD PROCTOR.

STORM AND SANITARY SEWER

GENERAL NOTES

5. FINAL BACKFILL SHALL BE PER GEOTECHNICAL REPORT

RECOMMENDATIONS.

PIPE BEDDING

SEE UTILITY PLAN. 1 O

SIDE VIEW

ENDS).

N.T.S.

N.T.S.

6. FINAL BACKFILL NOT UNDER PAVED AREAS CAN
BE CLASS IV-A COMPACTED TO 95% STANDARD
PROCTOR.

7. ALL MATERIALS ARE CLASSIFIED IN
ACCORDANCE WITH ASTM D 2321-89.

8. ALL MATERIALS SHALL BE INSTALLED IN
MAXIMUM 8" LOOSE LIFTS IN ACCORDANCE
WITH ASTM D 698. CLASS Il AND IV-A
MATERIALS SHALL BE COMPACTED NEAR
OPTIMUM MOISTURE CONTENT.

9. FILL SALVAGED FROM EXCAVATION SHALL BE
FREE OF DEBRIS, ORGANICS AND ROCKS
LARGER THAN 3".

10. ALL TRENCH EXCAVATIONS SHALL BE SLOPED,
SHORED, SHEETED, BRACED, OR OTHERWISE
SUPPORTED IN COMPLIANCE WITH OSHA
REGULATIONS AND LOCAL ORDINANCES. (SEE
SPECIFICATIONS)
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